/COUNTY WATER MAIN

NOTES:

1. BACKFLOW PREVENTER(S) FOR WATER FIRE SPRINKLER SYSTEMS SHALL BE:

A) 3/4 INCH TO 2 INCH = ASSE 1024 OR COUNTY APPROVED EQUAL
B) 2 1/2 INCH AND ABOVE =

2. INSTALL A DRAIN FOR THE BACKFLOW PREVENTER(S).

3. BACKFLOW PREVENTER(S) FOR IRRIGATION SYSTEMS SHALL BE:

A) 1/2 INCH — 3 INCH = WATTES 009QT (ASSE 1013) OR COUNTY APPROVED EQUAL.
B) 3 1/2 INCH AND ABOVE = WATTS 909QT (ASSE 1013) OR COUNTY APPROVED EQUAL.

WATTES 709 ONSY (ASSE 1015) OR COUNTY APPROVED EQUAL.
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